
Cannot open file C:\Users\mat\Desktop\PM 
LOGO.PNG

V.E. Power Door
140 Emjay Blvd.
Brentwood
NY, 11717
USA

0
4/22/2019

Title:

Date:

Revision:

Drawn by: ML

8100

© Copyright PowerMaster 2017 No portion of this diagram may be reproduced without written permission of the manufacturer.

Voltage: Ø

p
LIMITSENCODER

NITRO 1.0

G
N

D
O

P
E

N
C

L
O

S
E

ST
O

P

A
U

X
O

P
E

N
G

N
D

FI
R

E

S
IN

G
L

E

G
N

D
A

U
X

R
E

V

G
N

D
S

H
A

D
O

W

C
L

O
S

E
S

A
F

E
T

Y
1

C
L

O
S

E
S

A
F

E
T

Y
2

O
P

E
N

SA
F

E
T

Y
1

SA
F

E
T

Y
2

AUX RELAY DUAL

A
G

N
D

BN
.C

G
N

D

N
.O

.

O
P

E
N

G
N

D

G
N

D

PO
W

E
R

24
 D

C
H

O
R

N+
_

+
_

+
_

DC MOTOR AC MOTOR
_

BRK.
+

CONTRAST
UP

ENTERBACK

DOWN OPEN

CLOSE

STOP

RESET

LOOPS

E
X

P
M

O
D

U
L

E
R

A
D

IO

3
WIRESOLAR

- +
BATTERY

- + AUX+-
OUTPUT

L1 L2 GND

2 
A

25
 A

15
 A

15
 A

25
0V

A
C

120VAC

240VAC

240VAC

120VAC

POWER
SOLAR
BATTERY

_

+

_

+

_

24V BATTERIES

BDC

340 VA

L
1 L
2

L
3

GND

INCOMING POWER

BK
BK

R V

WH

XFMR

R

V

BK

BK

BK
BK

BK

BK

R

BK R

R V

BK
V

R
Y
BL
OR
GY
BK

FAN

BK

R

H
O

R
N

24V 1A
ACCY. POWER

_+

NC
NOCOM

NC
NO COM

OPEN CLOSE
LIMIT SWITCHES

O O
BLY

M
-

M
+

_
+

25A

R005

NFOCP FLT

p

p

+ + +- - -

O
P

E
N

R
E

V
E

R
S

E

SH
A

D
O

W

R B
K

B
K Y

Y
/W

H

B
L

/W
H

O
R

/W
H

O
R

B
L

OPTIONAL LOOP DETECTOR BOARD

OPEN

STOP

CLOSE

NOTE: MONITORED SAFETYS ARE REQUIRED
FOR MOMENTARY CONTACT TO OPEN & CLOSE

C
L

O
SE

S
A

F
E

T
Y

1

C
L

O
SE

S
A

F
E

T
Y

2

G
N

D

SOFTWARE ENABLED
SECOND MONITORED
SAFETY DEVICES

ACCEPT PULSE  AND
10K MONITORED DEVICES

ALL SAFETIES

REQUIRED

120V 1

NC
NOCOM

v

v

INTERLOCK SWITCH

GN

Y

BL

BL

R

BK

SWAP BLUE AND YELLOW
FOR BARRIER GATE

WH


